Energy Internet is a concept proposed to harness, control, and manage energy resources effectively, with the help of information and communication technology. It improves a reliability of the system, and provides an increased utilization of energy resources by integrating the smart grid with the Internet. A scalable and reliable information and communication architecture is a crucial factor for both the operation and management of the energy Internet. The routing or managing of electrical energy is performed through an energy router (ER), synonymous with a communication router, which routes data packets instead of energy packets. In this paper, a holistic review of the energy Internet evolution in terms of the architecture, types of ERs, and the benefits and challenges of its implementation is presented. An exhaustive summary of the designs and architectures of the different types of ERs is also presented in this paper. The benefits of the energy Internet, along with the challenges of its implementation on a large-scale distributed architecture with the inclusion of renewable energy resources, is discussed. Finally, future prospects for the energy Internet for achieving guaranteed reliability and security is presented.
Introduction
Overdependence on fossil fuels, such as coal, natural gas, and oil, for energy needs in the current energy consumption scenario leads to two major issues-the fast exhaustion of conventional energy resources leading to an energy crunch, and global warming, due to increased greenhouse gas emissions. To address these issues, harnessing energy from non-conventional energy resources, such as solar, wind, biomass, ocean, and geothermal, and the development of an efficient and reliable energy utilization regime are required. These non-conventional energy resources are usually distributed in geographic areas, and demand energy utilization from distributed energy resources (DERs) [1] . This has led to a paradigm shift from the traditional centralized power generation to distributed power generation. These distributed generation plants are governed by centralized players that manage and control them through advanced communication technology. This has led to the emergence of the smart grid (SG) [2, 3] . SG is a unique and advanced concept combining interconnected power systems, intelligent networks, and smart monitoring, which greatly improves the utilization of energy resources [4] .
The centralized control scheme in SG is gradually transforming to a hierarchical distributed control, with the aid of advanced information and communication technologies (ICT) [5] [6] [7] . This 
FREEDM Architecture with Multiple Levels
The FREEDM architecture is a vision that integrates renewable energy resources into the grid, and the residential users manage their energy needs through a standardized plug-and-play interface [19] . It combines a wide scale of DRERs and DESDs into the smart grid powered with the Internet, having real-time communication between the power devices [28] . It can aid in developing dynamic scheduling and management facilities for an efficient and pollution-free green industry and society [29] . The FREEDM structure has interfaces for both industrial and domestic consumers, and has a wide scope of flexibility for constantly the changing behavior of DRERs, enabling a decentralized energy market with a two-way energy flow of active end users. This allows customers to sell the excess power back to the grid at a real-time price, which is obtained through an intelligent energy management software that analyses the pricing information based on the real-time demand and generation.
The FREEDM system architecture coexists with the legacy of the AC system power infrastructure, with only minimal issues related to the raising and lowering of circuit voltages. A utility company or subdivision association will be the owner of the local FREEDM structure, and 
The FREEDM system architecture coexists with the legacy of the AC system power infrastructure, with only minimal issues related to the raising and lowering of circuit voltages. A utility company or subdivision association will be the owner of the local FREEDM structure, and customers will have their own DRERs and DESDs in addition to their loads [30] . This will maintain a two-way energy exchange.
In order to provide an uninterrupted power supply in the fault conditions, an effective isolation and reconfiguration ability is provided to the power line by an intelligent fault isolation management (IFM) device in the FREEDM structure [31] . The fault isolation device (FIDs) will communicate with IFMs, as well as other FIDs, through reliable and secure communication. The functions of FID include isolating the fault line and reclosing the section when the fault is cleared. Hence, the functions of the sectionalizer and recloser are achieved by IFM [32] .
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The operation of the FREEDM structure is distributed into five levels. The levels of operation in the FREEDM design are shown in Figure 2 . The description of the different levels of operation is as follows. 
Multiple FREEDM Sub-Station

Plug-And-Play (PnP) Level
The PnP level of operation integrates the power devices, especially DRERs and DESDs, anytime and anywhere, with the existing smart grid [33] . It helps with the easy and instant recognition of power devices, as soon as they get connected. The PnP infrastructure connects all of the devices of FREEDM to the EI, using wired or wireless protocols [34] , such as fiber optics, power line communication (PLC) [35] , ZigBee [36] , worldwide interoperability for microwave access (WiMAX) [37] , cognitive radio (CR) [38] , long-term evolution (LTE) network [39] , and cellular communications [40] . 
Solid State Transformer (SST) Level
Plug-And-Play (PnP) Level
The PnP level of operation integrates the power devices, especially DRERs and DESDs, anytime and anywhere, with the existing smart grid [33] . It helps with the easy and instant recognition of power devices, as soon as they get connected. The PnP infrastructure connects all of the devices of FREEDM to the EI, using wired or wireless protocols [34] , such as fiber optics, power line communication (PLC) [35] , ZigBee [36] , worldwide interoperability for microwave access (WiMAX) [37] , cognitive radio (CR) [38] , long-term evolution (LTE) network [39] , and cellular communications [40] . The SST level contains a power electronic transformer, which manages the interface between the customer loads, DRERs, and DESDs [41] . The SST is different from the legacy distribution transformers because of the involvement of power electronic converters, which offers typical functionalities, such as multilevel power conversions (high voltage AC/DC power conversion for DC buses, DC/DC conversion for high-frequency DC regulated buses, and DC/AC conversion stages for low-voltage regulated AC buses), and makes it a three-level power exchange [42] . The size of the SST transformer is reduced considerably compared with that of the conventional transformer because of the employment of high-frequency silicon carbide (SiC) insulated gate bipolar transistor (IGBT) technology, which makes it lighter and more compact [43, 44] . SST will act as a smart and intelligent plug-and-play interface device that supports different interfaces (AC/DC) via AC and DC ports.
A block diagram of SST is shown in Figure 3 . It interfaces different levels of DC bus outputs and aids in voltage sag restoration, fault current limiting, power factor correction, and reactive power flow balancing [45] . There can be multiple SSTs under one ER, which acts in coordination. The SST level contains a power electronic transformer, which manages the interface between the customer loads, DRERs, and DESDs [41] . The SST is different from the legacy distribution transformers because of the involvement of power electronic converters, which offers typical functionalities, such as multilevel power conversions (high voltage AC/DC power conversion for DC buses, DC/DC conversion for high-frequency DC regulated buses, and DC/AC conversion stages for low-voltage regulated AC buses), and makes it a three-level power exchange [42] . The size of the SST transformer is reduced considerably compared with that of the conventional transformer because of the employment of high-frequency silicon carbide (SiC) insulated gate bipolar transistor (IGBT) technology, which makes it lighter and more compact [43, 44] . SST will act as a smart and intelligent plug-and-play interface device that supports different interfaces (AC/DC) via AC and DC ports.
A block diagram of SST is shown in Figure 3 . It interfaces different levels of DC bus outputs and aids in voltage sag restoration, fault current limiting, power factor correction, and reactive power flow balancing [45] . There can be multiple SSTs under one ER, which acts in coordination. 
Intelligent Energy Management (IEM) Level
The IEM level coordinates the SST and PnP level in order to manage DRERs, DESDs, and loads effectively. The typical functions of the IEM level include control commands to the SST, the management of ER, control of DESDs for charge/discharge, and so on. [46] . IEM also communicates with the intelligent fault management (IFM) system of the respected local area for fault isolation. The revenue metering and instrumentation systems are also managed by IEM for its participation in the demand side management. According to varying information about load-demand and network topology, the effective correctness of the unit commitment and tariff scheduling is updated by IEM in coordination with higher levels of the FREEDM system.
Distributed Grid Intelligence (DGI) Level
DGI is the core level of the FREEDM design and it governs the energy needs of local ER with the coordination of other FREEDM structures of the grid [47] . At the DGI level, energy management schemes are applied after the identification of loads and DESDs, and generation through DRERs. DGI will act as a common platform for all IEM and IFM nodes, through which a power balance is achieved in a time-sensitive manner. A multi-level ER communication is possible with a DGI platform [48] . For optimal load scheduling and grid stability management, DGI plays a key role in the shedding of unnecessary loads, turning on/off back-up generators, and discharging DESDs to serve the critical loads.
The DGI will coordinate with the IEM in order to change the load consumption, based on the different operating modes of the grid. If the disturbance of a grid (e.g., approaching a storm or peakload hours) is anticipated, then the charging of DESDs is maximized and the power availability for 
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Distributed Grid Intelligence (DGI) Level
The DGI will coordinate with the IEM in order to change the load consumption, based on the different operating modes of the grid. If the disturbance of a grid (e.g., approaching a storm or peak-load hours) is anticipated, then the charging of DESDs is maximized and the power availability for low-priority loads is minimized. According to the alertness level by DGI, the excess power can also be shared with the other users of the FREEDM structure in the grid. In order to maximize effective power marketing, DGI will consider the business policies along with the operational requirements in decision making. With the DGI operating system, the number of IEM and IFM nodes can be increased or decreased as per the requirement, without any major change in the system. The DGI operating system is dumped in each node of IEM and IFM, making it a flat and distributed controlling architecture that is different from the centralized supervisory control and data acquisition (SCADA) conventional system. The coordination between multiple levels of control in different time scales is the main challenge for DGI software. Furthermore, DGI software should be able to tackle the challenges of interoperability when operating with devices manufactured by different vendors. This challenge can be addressed by adopting interoperable standards, like IEC 61850, DNP3, or openADR for DGI communication.
Multiple FREEDM Grid Level
There needs to be proper communication and energy interchange between the multiple-microgrids and the main grid (MG). In order to achieve this at a substation-ER level, we implemented a consensus algorithm [49] . The common goals of all of the microgrids are placed at first priority in the consensus algorithm. The tertiary control and secondary control at a distribution and microgrid level, respectively, are managed at this stage. A group of individual physical systems (ERs) are made the agent. Each agent (ER) has a local controller (i.e., IEM) and consensus manager (DGI). The local controller will continuously update its status to the consensus manager, and after calculating the consensus result based on communication with neighboring agents, the manager will pass the decision to the local controller. The IEM will modify and adjust its actions iteratively based on the decisions of DGI ,and update its new state to the consensus manager.
Types of Energy Routers
The core and heart of the EI is ER. ER controls and manages the energy generation, distribution, storage, and dynamic pricing [50] . The prominent features of ER are optimal energy management, providing bidirectional power flow among different terminals of the FREEDM structure, and the isolation of fault lines with minimum disturbance. The effective coordination of basic units of ER results in an efficient and modular design of EI. To achieve these intelligent features of ER equipped with DRERs and DESDs, different conceptual designs are proposed, which are discussed in subsequent paragraph.
The research on ER architecture and design modeling leads to three different types of designs, which are explained below.
The Energy Hub Model
This model consists of multiple energy producers and consumers interconnected by energy hubs or energy interconnectors [50] . The hub interface works directly or via the conversion of energy, with producers, consumers, storage devices, and transmission equipment, to supply the consumer needs. It is aided with cogeneration and transmission, in order to get the maximum efficiency out of the hub system. For integrated transmission among several energy carriers, each hub is powered with fuel cells, electrolyzers, thermoelectric converters, power electronic converters, heat pumps and so on. The hub has multiple types of energy inputs, and on the output side, the energy source can be CHP or any other, depending on the demand of the end consumer.
In Figure 4 , if the energy hub is transmitting electricity and gas to the consumer, then the heat losses inside the system are transmitted to gas, which can be utilized further to supply heat to the output side, and as a result, the efficiency is greatly improved [51] . However, this approach lacks proper technical development, and the interconnections of various energy equipment's are not considered. 
SST-Based ER Model
The SST-based ER model is a common model used in various EI models. This model is a core component of EI in the FREEDM architecture presented by the authors of [22] , and is discussed in detail in the previous section. Unlike the energy hub, the SST-based ER considers different domains of the grid (i.e., generation, transmission, distribution, operation, servicing, and trading) along with user level functions, such as the distributed load attachment, detachment, status update, and service isolation, as shown in Figure 5 . However, as compared to the energy hub model, SST-based ER supports only electrical energy, whereas the former also supports other forms of energy such as heat. 
DGI
Intelligence Communication Grid
Multiport Converter (MPC) and Power Line Communication (PLC)-Based ER Model
In order to achieve the high degree of reuse and integration for SST-based ER, H. Guo [52] presented multiport converter-(MPC) and PLC-based ER. The MPC-and PLC-based ER are considered as improved versions of the SST-based ER. In MPC-based ER, all types of distributed energy devices are connected and controlled with bidirectional power electronic converters, as shown in Figure 6 . The communication and energy transmission layers run in parallel at each level. At the 
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Multiport Converter (MPC) and Power Line Communication (PLC)-Based ER Model
In order to achieve the high degree of reuse and integration for SST-based ER, H. Guo [52] presented multiport converter-(MPC) and PLC-based ER. The MPC-and PLC-based ER are considered as improved versions of the SST-based ER. In MPC-based ER, all types of distributed energy devices are connected and controlled with bidirectional power electronic converters, as shown in Figure 6 . The communication and energy transmission layers run in parallel at each level. At the microgrid control center, the functions of energy control and information management are performed. All of the DRERs and DESDs, along with the loads, are connected with the local DC bus, which is managed by a bidirectional multiport buck-boost converter, capable of operating in a grid tie or islanded mode [53] .
the information packets of Internet technology [54] . All of the energy outputs are configured as power packets quantized with the address information of the source and destination device. These are then multiplexed over a transmission line with a time-division multiplexing (TDM) technique. At the receiving end of the transmission line, the E-router will decouple the energy packets and route them to the load destination. A representation of the PLC-based ER is shown in Figure 7 . The DESDs play a major role in PLC-based router design, with the source-load balancing by buffering the intermittent energy packets generated by the intermittent nature of DRERs. The amount of supplied power is regulated by changing the length of the packet or by modulation of the power waveform.
Based on different features, a comparative analysis among different designs for ER is shown in Table 1 . In PLC-based ER, the power line communication technique is used for information management and power transmission. Because of the employment of the PLC scheme, PLC-based ER is compact in size, and saves additional communication network investment. It works on the wires of the existing widely distributed power network structure of the microgrid. However, the PLC technique has drawbacks, such as a loud noise, signal attenuation, constrained bandwidth, and low transmission rate. Furthermore, the PLC technique has a major drawback of no backups for communication. When the power line is damaged or broken, the PLC communication is lost. In the literature [32] , the amplify and forward-based relay-aided (AF-based RA) PLC technique is proposed in order to overcome the technological challenges of a low transmission rate in the distribution feeder and substation feeder. The main idea of the PLC-based ER is to send the power into the form of energy packets, similar to the information packets of Internet technology [54] . All of the energy outputs are configured as power packets quantized with the address information of the source and destination device. These are then multiplexed over a transmission line with a time-division multiplexing (TDM) technique. At the receiving end of the transmission line, the E-router will decouple the energy packets and route them to the load destination. A representation of the PLC-based ER is shown in Figure 7 . The DESDs play a major role in PLC-based router design, with the source-load balancing by buffering the intermittent energy packets generated by the intermittent nature of DRERs. The amount of supplied power is regulated by changing the length of the packet or by modulation of the power waveform. microgrid control center, the functions of energy control and information management are performed. All of the DRERs and DESDs, along with the loads, are connected with the local DC bus, which is managed by a bidirectional multiport buck-boost converter, capable of operating in a grid tie or islanded mode [53] .
DRERs
In PLC-based ER, the power line communication technique is used for information management and power transmission. Because of the employment of the PLC scheme, PLC-based ER is compact in size, and saves additional communication network investment. It works on the wires of the existing widely distributed power network structure of the microgrid. However, the PLC technique has drawbacks, such as a loud noise, signal attenuation, constrained bandwidth, and low transmission rate. Furthermore, the PLC technique has a major drawback of no backups for communication. When the power line is damaged or broken, the PLC communication is lost. In the literature [32] , the amplify and forward-based relay-aided (AF-based RA) PLC technique is proposed in order to overcome the technological challenges of a low transmission rate in the distribution feeder and substation feeder. The main idea of the PLC-based ER is to send the power into the form of energy packets, similar to the information packets of Internet technology [54] . All of the energy outputs are configured as power packets quantized with the address information of the source and destination device. These are then multiplexed over a transmission line with a time-division multiplexing (TDM) technique. At the receiving end of the transmission line, the E-router will decouple the energy packets and route them to the load destination. A representation of the PLC-based ER is shown in Figure 7 . The DESDs play a major role in PLC-based router design, with the source-load balancing by buffering the intermittent energy packets generated by the intermittent nature of DRERs. The amount of supplied power is regulated by changing the length of the packet or by modulation of the power waveform.
Based on different features, a comparative analysis among different designs for ER is shown in Table 1 . Table 1 . Table 1 . Comparison between multiple designs of ER. DRER-distributed renewable energy resources; DESD-distributed energy storage devices.
Based on different features, a comparative analysis among different designs for ER is shown in
Design
Feature
Design Parameter
Supported Features
Energy Flow
Information Flow
Two-Way Communication
Plug-n-Play Interfacing
Integration of Multiple DRERs and DESDs
Basic ER design [22, 28] Acts as intelligent energy node with three-layer functions shared among SST, IEM, and DGI. All DRERs and DESDs are connected directly with the ER having Plug-n-Play interfacing.
Yes Yes Yes Yes Yes
Energy hub-based design [51, 55] Swiss Science team proposed it as unit of energy generation, conversion and storage.
Yes No No Yes Yes
Digital grid router design [56] Japan power grid proposed it based on information networks by allocating the IP address to the various electrical equipment connected to the power system. Base station will identify the equipment with respective IP to allocate the power.
Yes Yes Yes
No No E-router [52] Designed for dispatch and control of low voltage equipment.
Yes
Yes Yes Yes Yes
Role of Energy Internet in Smart Grid
The SG concept is naturally associated with a communication-based control on the production and utilization of electrical energy [57] . The smart grid provides social benefits such as a lower energy cost, reduced emissions, and more flexibility to accommodate new DRERs. These results can be achieved by the integration of different technologies, including ICT, which are necessary for making the energy demand and production more predictable and controllable. The information will be collected from smart meters, which are placed in residential homes, commercial buildings, and industries, through a communication media via, for example, WiFi, Zigbee, and SCADA systems [3] . With the employment of smart grid technology, power system automation can be achieved. The role of EI on various areas of the smart grid is discussed below.
Energy Internet as a Smart Grid Enabler
The vision of IOT is to connect anytime, anything, and anywhere to the global information network. The goal of the smart grid is to monitor and control the energy generating units by providing two-way communication, anyplace and anytime, between the grid and IEM system [58] . To communicate with large-scale remote areas, a wireless system is efficient. The integration of the vision of IOT and SG is enabled by EI. Sensing and measurement are the backbone of smart grid. Smart meters and advanced metering infrastructures (AMIs) will support, monitor, and control energy [59] . EI will ease the wide distributed area management for enabling smart grid services. Also, the recent advances in low-power integrated circuits and wireless communications, offers efficient, low cost, and low power consumption devices for use in remote sensing applications [60] .
An EI system decentralizes the areas with large-scale distributed renewable generation, in order to balance the supply and demand, whereas a smart grid follows a localized approach. EI provides a bidirectional exchange of power supply between the power grid and customers through a single infrastructure based on ER. It offers a platform of intra energy exchange for multiple forms (thermal, chemical, and so on) for distributed energy sources [51] . As compared in Table 2 , the SG objectives of integration, interoperability, and security can be achieved through the concept of EI. 
Energy Internet as a Peak Load Optimizer
EI can manage the load demand effectively in a smart grid scenario. During the peak load when the energy demand exceeds the generation, the reliability of the power supply is hampered. The scheme applied to mitigate this issue is managing the economics of the grid, based on the formula of high consumption-high payment, and vice versa, during peak hours. Thus, the peak load shaving is achieved by shifting the utilization time of the energy without varying the overall energy consumption. A novel real-time pricing (RTP) model for electricity usage and scheduling is proposed in the literature [16] . It works on the application of smart meters to collect data and optimize energy production. In the direct load control (DLC) method [62] , for dispatch and unit commitment coordination, EMS will end up with a load curtailment in the peak load hours, causing system disturbance and customer dissatisfaction. In the literature [63] , an evaluation of the economic feasibility of the electrochemical storage systems in the peak load shaving applications, along with the sizing and operating strategy of the battery energy storage system (BESS or DESD) is presented. Although this strategy improves the conventional electrical grid, it does not consider the EI framework as its mathematical model, and lacks the involvement of renewable energy sources.
In the literature [23] , an EI-based peak load shifting problem is addressed by trading energy among the end-users. The EI framework realizes the energy demand data through smart meters, and then sends this information to the control center, which distributes the energy to meet the user demands. The end-user can sell the energy from their own storage facility, such as EVs and DESDs, by just plugging the storage units into the grids. Applying real-time pricing will decrease the operating cost in this framework. The proposed model of optimal energy management system (EMS) in the literature [64] can be applied to any energy system characterized by multiple productions, storage systems, and distribution systems that have unique decision makers. The overall objective function of EMS here should be to minimize the sum of the net operating costs, as follows:
Here, Co 2 is the parameter corresponding to the price of emission for one ton of coal, E Co 2 is the overall Co 2 emissions, and C TOT is the overall operating cost given as follows:
In the above equation, the terms C B , C k , C grid , C RES , and B grid represent the operating costs due to the boiler, microturbines, external grid charge, renewable energy sources, and financial benefits related to the electricity exchange with the grid, respectively. However, Equations (1) and (2) are based on the assumption that the energy usage cost of all of the end-users in a day, and the cost of generating (charging) the renewable energy are not considered in C grid . In the literature [23] , C. C. Lin extended this model with the consideration of the EI framework, and adopted the influence of RTP on the distribution of the electricity supply and demand. The objective function of this model is as follows:
where C grid is the total grid energy usage cost of the all end-users, which is a function of RTP on an hourly basis and the grid energy used for charging.
Here, RTP i (t) represents the RTP at the t-th hour on day i; E i L (t) is the amount of the gird energy used by the end-users at the t-th hour on day i; E i ES,t is the amount of the grid energy used by end-users to charge at the t-th hour on day i; δ grid,t is a binary decision variable that decides whether end-users use the grid energy at the t-th hour to charge electricity (i.e., δ grid,t = 1 represents power charging; δ grid,t = 0 represents power discharging).
The energy generated by Wind and PV can be used by customers directly or else they can store it in the DESDs. The maintenance cost of energy storage facilities of all end-users is given by C m , charging cost C RES is of all end-user's charging their generated renewable energies is given by 
where, C wind = M wind · N is the cost of wind energy generation, C PV= M PV ·S PV is the cost of PV energy generation, M wind , M PV is the maintenance cost of the relevant equipment per day, N is the total number of wind turbine generators, and SPV is the total area of solar power generating equipment. The income B grid represents a function of the RTP tariff and selling the energy from the user's own energy storage facilities to the grid. Therefore, the optimized EMS solution of Equations (3)-(5) adopted the EI framework, and considered the RTP influence based on the demand-supply balance and energy market data with the involvement of renewable energy sources, which is possible in EI and FREEDM architecture.
Benefits and Challenges in Energy Internet Implementation
The benefits of EI and the hurdles in its practical implementation are discussed in this section.
Benefits of EI Implementation
•
Customer Satisfaction
The implementation of EI results in customer satisfaction, because of economic savings in electricity bills, less maintenance, and smart metering. Also, consumers can communicate directly with the power supply company, which results in flexibility in utilizing power, and they can even sell the excess and act as one of the participants in country development [65] . Thus, the concept of EI provides customer-driven access, which ultimately leads to satisfied customers.
•
Development of a new business model
Because of the flexibility introduced in power exchanges with the concept of EI, a new business model is developed. A new trend is established in the world because of small-scale industries showing an interest in this business [66] . Multiple power producers, known as power players, are entering the new business model. This creates a more competitive environment, which in turn leads to economic electricity access to consumers.
Increased utilization of resources
The energy crisis is an essential issue in the world. The EI system will raise the use of renewable energy resources, such as solar, wind, natural gas, tidal, and hydel, which are abundantly available.
The EI system integrates all of the RERs at one point, for improved consumer satisfaction.
•
Improved system reliability
The reliability of the power system is improved by the frequent system monitoring in EI. The stability is increased because of the balancing of variable loads. Disturbances such as faults and unnecessary breakdowns are reduced, and thus the power system's reliability is improved.
Increased energy efficiency EI consists of smart equipment systems, which result in a power-loss reduction. The faster information and communication, planning, and energy telemetry technologies used in EI make the system efficient [67] . The voltage and frequency fluctuations are reduced by using communication-based techniques. The load demand on the remote power plant is reduced. Transmission losses are reduced, and this leads to an increase in energy efficiency by introducing an EI system.
Optimized energy management system
The main goal of the EMS system is to develop the management of a power grid by optimizing the demand-response, utility price decrement, and revenue saving by decreasing losses. In the EI architecture, with the plug-and-play sharing of load, DRERs and DESDs will generate local balance in the microgrid by decreasing the overall load consumption on the grid tie node, the central monitor, and control, which will manage the system efficiently and effectively, with plenty of advanced EMS techniques based on the real-time pricing environment, as shown in the literature [68] .
•
Reduced residential consumption
In a constant endeavor to reduce energy usage and have its most effective utilization, EI plays a crucial role. The consumers can manage and control their residential loads in a smart way with the help of EI, and thus reduce energy consumption, which results in energy savings.
• Prediction of power system failures As EI will collect a large amount of data, the power system failures can be predicted and mitigated with the use of EI. This prediction-based analysis also helps to reduce the system downtime.
Challenges in EI implementation
Dynamic Pricing
The real-time demand is a variable parameter during off-load and peak load. Thus, to model a service cost based on the customer's demand, a dynamic pricing strategy is required. This is one of the major challenges for the implementation of the EI system. Dynamic pricing can be contrasted with a fixed pricing approach to setting the selling price for a service that does not change.
• bulletInteroperability issues The communication standards used by intelligent electronic devices (IEDs) raise the issue of interoperability because of the flexible nature of the standards. Interoperability has a significant influence on the potential economic impact of the EI system, and also the Internet of things. Well-functioning and well-defined system interoperability can encourage innovation and provide efficiencies for EI system developers by increasing the overall economic value of the market.
• Standardization
The development of standards to regulate and control the EI on common grounds is required. Every field, such as power generation, delivery, and control, has their own standards, which are defined by international organizations. Implementing standards is a complex issue because of different vendors with their own legacies, and different countries following their own local standards.
•
Stability issues
The transmission system stability issue will become more complex because of EI with a combination of various forms of energy exchange. The power system transfer stability and fault detection for smart-grids connected to EI is yet to be developed.
Cyber physical security concerns As the EI system is widely based on information exchanges, it is vulnerable to security threats and the associated cyber physical attacks. The AMI in the EI system consists of smart meters, phasor measurement units (PMUs), which measure and record the energy consumption data as a reference, so that the consumer can make adjustments based on the real-time consumption data. The information about the consumption and appliance usage from smart meters and PMUs might be hacked by the unauthorized parties [69] . Thus, an effective cyber security mechanism is required.
• Scalability
The modern power system of FREEDM attracts vendors and consumers with its flex characteristics. So, it will give rise to a large-scale distributed network. The EI system should maintain a stable performance, even when the number of connected loads change. Its structure must be based on considering the dynamic behavior of the consumers, so that the electrical parameters of the system should not vary as the load increases.
• Congestion
With EI being a wide area network, huge amounts of data are generated from different loads, which lead to a violation of the transmission limits of power lines. This leads to congestion in the transmission network. This is a major challenge for an EI system.
Future Prospects for Energy Internet
Various future prospects of EI are detailed henceforth.
(1) The heart of EI is ER. In order to have an interoperable and standardized communication framework for ER, the following challenges are to be addressed:
• A standardized information model that addresses the interoperability needs of the power system devices must be developed for ER. Recently, in the literature [70] , the authors developed an IEC 61850 standard-based ER model. Building on this work, more analysis on the performance of communication-based ER can be carried out.
•
A performance evaluation of the developed information model of ER for different communication technologies, such as LAN, WiFi, and WiMax.
(2) Power optimization with the help of ER can be explored. This can be achieved by optimizing the energy and information flow path in order to achieve the desired optimal results. (3) Energy management solution in microgrids can be achieved with effective coordination among ERs. For this purpose, the IEDs of all of the power devices need to be equipped with standard firmware that accommodates suitable EMS data functions. (4) As the core concept of EI integrates the Internet with the energy transactions, a robust security mechanism is extensively required.
Conclusions
The impetus towards developing smart cities all over the world, and increased focus towards the use of green and clean energy resources has led to the adoption of smart grid technology. The inclusion of the energy Internet is expected to give a tremendous boost to realizing the aim of the integration of DERs and DESDs with a plug-and-play characteristic. The role of EI in the smart grid paradigm has been covered in this paper. This can bring a good grasp of the advantages of EI in a smart grid paradigm, as well as its related issues in its implementation. A survey of the architecture of EI is carried out in this paper, which will help judiciously opt for the correct architecture for specific usage. Also, in addition to the recent developments of ER, this paper provides guidelines on how the system control will be achieved by different ERs, as well as detailed modelling and designs of the different ERs widely used in EI architecture. Apart from the various benefits of EI, there are numerous challenges in its implementation as well, which are discussed in this paper. Technologies must be well planned in order to leverage their benefits and to prevent the unnecessary loss in the security of electrical networks and communication networks. Finally, future research directions for the energy internet have been proposed, for which it would be beneficial to carry out subsequent research. Funding: This work was supported in part by Fukushima Prefecture's reconstruction grant 2019.
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